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NOTE:

1. ALL SANITARY SEWER CLEANOUT BOXES AND

COVERS SHALL BE MANUFACTURED FROM GRAY

IRON (CAST IRON) MEETING THE REQUIREMENTS

OF AWWA C110 AND ASTM A536.

2. ALL SANITARY SEWER CLEANOUT BOXES AND

COVERS SHALL CONFORM TO PARAGRAPH 2.01(d)

OF ITEM II, SECTION VI OF MSD's TECHNICAL

SPECIFICATIONS (MADE IN THE U.S.A.)

3. NON-TRAFFIC LOCATIONS; SANITARY SEWER

CLEANOUT BOXES AND COVERS SHALL BE AS

MANUFACTURED BY EAST JORDAN IRON WORKS

MODEL 1566 (OR APPROVED EQUAL)

4. TRAFFIC LOCATIONS; SANITARY SEWER CLEANOUT

BOXES AND COVERS SHALL BE AS MANUFACTURED

BY EAST JORDAN IRON WORKS MODEL 1574 (OR

APPROVED EQUAL)

6"MIN. WASHED

STONE BASE

7 3/4" MIN.

4"MIN.CLEARANCE

FROM BOTTOM OF

COVER TO TOP OF CLEANOUT

COUNTERSUNK

PLUG

STANDARD DETAIL

CLEANOUT BOX

Metropolitan Sewerage District
of Buncombe County, North Carolina

2.07 - 05
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